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pad sites, foundations, platforms, or
the immediate physical location upon
which equipment is physically affixed.

Two-stroke engine means a type of en-
gine which completes the power cycle
in single crankshaft revolution by com-
bining the intake and compression op-
erations into one stroke and the power
and exhaust operations into a second

40 CFR Ch. | (7-1-14 Edition)

stroke. This system requires auxiliary
scavenging and inherently runs lean of
stoichiometric.

[69 FR 33506, June 15, 2004, as amended at 71
FR 20467, Apr. 20, 2006; 73 FR 3607, Jan. 18,
2008; 75 FR 9679, Mar. 3, 2010; 75 FR 51592,
Aug. 20, 2010; 76 FR 12867, Mar. 9, 2011; 78 FR
6706, Jan. 30, 2013]

TABLE la TO SUBPART ZZZZ OF PART 63—EMISSION LIMITATIONS FOR EXISTING,
NEW, AND RECONSTRUCTED SPARK IGNITION, 4SRB STATIONARY RICE >500 HP
LOCATED AT A MAJOR SOURCE OF HAP EMISSIONS

As stated in §§63.6600 and 63.6640, you must comply with the following emission limitations
at 100 percent load plus or minus 10 percent for existing, new and reconstructed 4SRB sta-

tionary RICE >500 HP located at a major source of HAP emissions:

Foreach. . .

You must meet the following emission limitation,
except during periods of startup . . .

During periods of startup you must . . .

1. 4SRB stationary RICE

a. Reduce formaldehyde emissions by 76 per-
cent or more. If you commenced construction
or reconstruction between December 19, 2002
and June 15, 2004, you may reduce formalde-
hyde emissions by 75 percent or more until
June 15, 2007 or.

b. Limit the concentration of formaldehyde in the
stationary RICE exhaust to 350 ppbvd or less

Minimize the engine’s time spent at idle and min-
imize the engine’s startup time at startup to a
period needed for appropriate and safe load-
ing of the engine, not to exceed 30 minutes,
after which time the non-startup emission limi-
tations apply.?

at 15 percent O».

1 Sources can petition the Administrator pursuant to the requirements of 40 CFR 63.6(g) for alternative work practices.

[75 FR 9679, Mar. 3, 2010, as amended at 75 FR 51592, Aug. 20, 2010]

TABLE 1b TO SUBPART ZZZZ OF PART 63—OPERATING LIMITATIONS FOR EXISTING,
NEW, AND RECONSTRUCTED SI 4SRB STATIONARY RICE >500 HP LOCATED AT A

MAJOR SOURCE OF HAP EMISSIONS

As stated in §§63.6600, 63.6603, 63.6630 and 63.6640, you must comply with the following oper-
ating limitations for existing, new and reconstructed 4SRB stationary RICE >500 HP located

at a major source of HAP emissions:

Foreach. . .

You must meet the following operating limitation, except during
periods of startup . . .

. existing, new and reconstructed 4SRB stationary RICE >500
HP located at a major source of HAP emissions complying
with the requirement to reduce formaldehyde emissions by
76 percent or more (or by 75 percent or more, if applicable)
and using NSCR; or

existing, new and reconstructed 4SRB stationary RICE >500
HP located at a major source of HAP emissions complying
with the requirement to limit the concentration of formalde-
hyde in the stationary RICE exhaust to 350 ppbvd or less at
15 percent O, and using NSCR;

. existing, new and reconstructed 4SRB stationary RICE >500
HP located at a major source of HAP emissions complying
with the requirement to reduce formaldehyde emissions by
76 percent or more (or by 75 percent or more, if applicable)
and not using NSCR; or

existing, new and reconstructed 4SRB stationary RICE >500
HP located at a major source of HAP emissions complying

with the requirement to limit the concentration of formalde-
hyde in the stationary RICE exhaust to 350 ppbvd or less at

15 percent O, and not using NSCR.

n

a. maintain your catalyst so that the pressure drop across the
catalyst does not change by more than 2 inches of water at
100 percent load plus or minus 10 percent from the pressure
drop across the catalyst measured during the initial perform-
ance test; and

b. maintain the temperature of your stationary RICE exhaust
so that the catalyst inlet temperature is greater than or equal
to 750 °F and less than or equal to 1250 °F.1

Comply with any operating limitations approved by the Admin-
istrator.

1Sources can petition the Administrator pursuant to the requirements of 40 CFR 63.8(f) for a different temperature range.

[78 FR 6706, Jan. 30, 2013]
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